
JOHN L. McCLELLAN
VETERAN'S MEMORIAL HOSPITAL

LITTLE ROCK, ARKANSAS

EXPAND MICU

EXIST MICU EAST

ACCESS TO CONSTRUCTION AREA AND STAGING

ACCESS TO RENOVATION AREA SHALL BE FROM DESINGATED PARKING AREA AND ROUTE OF

ENTRY SHOWN. CONTRACTOR SHALL PROVIDE EXTERIOR ACCESS TO 1F WEST FLOOR AREA

PROVIDE EXTERIOR STAIRWAY AND REMOVE EXISTING WINDOWS AND PORTION OF MASONRY

AS REQUIRED FOR ACCESS, AND KEEPING AREA SECURE AND PROTECTED.

ACCESS TO THE EXISTING HOSPITAL AREA AND MICU EAST WILL BE LIMITED TO PERFORMING

1.

2.

1

1

NECESSARY TIE INS AND RELATED WORK.  OPERATION OF THE EXISTING MICU EAST WILL 

CONTINUE DURING THE RENOVATION OF THE UNFINISHED AREA. CONTRACTOR SHALL TAKE

STEPS TO MITIGATE EXCESS NOISE THAT WILL INTEFER WITH THE OPERATIONS .

SOUND ATTENUATION SHALL BE PROVIDED AS NOTED.

3. THIS DOORWAY SHALL BE PROVIDED WITH WEATHERSTRIPPING AND BOTTOM SWEEPS TO 

MITIGATE SOUND TRANSMISSION TO THE EXISTING MICU.

USE OF THIS DOORWAY SHALL BE LIMITED TO AS STATED ABOVE AND FOR EMERGENCY

EXIT.

4. PROVIDE 2" RIGID INSULATION BOARD, ON DIVIDER WALL TO MITIGATE SOUND TRANSMISSION  

INTO THE EXISTING MICU EAST.  SECURE INSULATION TO THE EXISING GYP BD WITH SCREWS

AND PLATES SUFFICIENT ENOUGH TO HOLD THE BOARD VERTICALLY AGAINST THE WALL .

INSTALL BOARD FULL HEIGHT FROM FLOOR TO DECK ABOVE AGAINST THE EXIST WALL.

5. BOARD SHALL COVER OVER THIS DOOR AND FRAME, SECURE WITH TAPE TO ALLOW QUICK

REMOVAL IF EXIT OR ENTRY IS NECESSARY.

4.

4.

4.

4.

3.

3.

5.

INSULATION BOARD SHALL BE FOIL FACED, 3#/CF DENSITY WITH FOIL FACE AGAINST THE WALL.

 MAIN HOSPITAL

6.

6. NOTE THAT EXISTING FLOOR SLAB ELEVATIONS ARE SLIGHTLY

DIFFERENT AND SHALL BE MADE LEVEL BY APPLICATION OF UNDERLAYMENT

AND SOME SMOOTHEING OF EXISTING SLAB EDGE JOINT AS NECESSARY.
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